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Regional distribution network (MainPower):

• Loss of the electricity supply to almost 7,000 

homes and businesses located in Hanmer, 

Kaikoura, Waiau, Culverden, Cheviot and the 

surrounding areas
• No major damage to substations reported



• Lean on Pole due to liquefaction

Regional distribution network (MainPower):



• A number of feeder trippings

• Loss of Kaikoura supply

• A tower on HVDC line in Marlborough

National grid (Transpower)



Transpower National Grid









Mainpower: Lost supply to almost 7000 home and businesses in the 

Kaikoura region. Power restored to Township within one 

day.

Transpower: Minor, except for the Kaikoura supply and HVDC tower in 

Marlborough.

Conclusion
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